
INDEX

A
ACCESS OPENINGS

Attic . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1208.2
Crawl space . . . . . . . . . . . . . . . . . . . . . . . . 1208.1
Doors . . . . . . . . . . . . . . . . . . . . . . . . . . . 710.3.1.1
Fire damper . . . . . . . . . . . . . . . . . . . . . . . . . 715.4
Fire department . . . . . . . . . . . . . . . . . . . . . 402.15
Mechanical appliances . . . . . . . . . . . . . . . . 1208.3
Refuse/laundry chutes . . . . . . . . . . . . . . 707.13.3

ACCESSIBILITY . . . . . . . . . . . . . . . . . . . . . Chapter 11
Customer service facility . . . . . . . . . . 62.1109(12)
Detectable warnings . . . . . . . . . . . . . . 62.1109(9)
Dining areas . . . . . . . . . . 62.1108(2)(e), 3408.7.5
Dressing, fitting and locker rooms . . . . . 3408.7.10
Dwelling units . . . . . . . . . . . . . . . . . . . . . . 62.1107
Egress . . . . . . . . . . . . . . . . . . . . . . . . . . 1003.2.13
Elevators . . . . . 62.1109(6), Chapter 30, 3408.7.1
Entrances . . . . . . . . . . . . . . . . . 62.1105, 3408.8.3
Existing buildings. . . . . . . . . . 62.1103(2)(b), 3408
Historic buildings . . . . . . . . . . . . . . . . . . . . 3408.8
Hotel guest rooms . . . . . . . . 62.1107(6), 3408.7.8
Lifts . . . . . . . . . . . . . . . . . . . . . . . . . . . 62.1109(7)
Parking and passenger loading

facilities . . . . . . . . . . . . . . . . . . . . . . . . . 62.1106
Performance areas . . . . . . . . . . . . . . . . . 3408.7.6
Ramps . . . . . . . . . . . . . . 1003.3.4.12, Chapter 11

3408.7.4, 3408.8.5
Route . . . . . . . . . . . . 62.1104, 62.1107(5) and (6)
Sales and service counters . . . . . . . . . . 3408.7.13
Signage . . . . . . . . . . . . . . . . . . . . . . . . . . 62.1110
Sleeping accommodations . . . 62.1107(5) and (6)
Toilet and bathing facilities . . . . . . . . . 62.1109(2),

3408.7.9, 3408.8.4
Treads and risers . . . . . . . . . . . . . . . . . 1003.3.3.3
Wheelchair spaces. . . . . . . . . . . . . . . . 62.1108(2)

ACCESSIBLE MEANS OF EGRESS . . . . . . 1003.2.13
ADMINISTRATION . . . . . . . . . . . . . . . . . . . . Chapter 1
ADOBE CONSTRUCTION . . . . . . . . . . 2102.1, 2109.8
AFFIDAVITS . . . . . . . . . . . . . . . . . . . . . . . . . 1807.2.20
AGRICULTURAL BUILDINGS (GROUP U) . . . . 312.1,

62.1103(2)(e)
AIR CONDITIONING (see MECHANICAL) . . . . 1606.2,

2801.1, 3006.2
AIR INTAKES (YARDS OR COURTS) . . . . . . 1205.3.2
AIRCRAFT HANGARS . . . . . . . . . . . . . . . . . . . . 412.2

Aircraft paint hangars . . . . . . . . . . . . 412.4, 507.6
Basements . . . . . . . . . . . . . . . . . . . . . . . . 412.2.2
Construction exterior walls . . . . . . . . . . . . 412.2.1

Heliports and helistops. . . . . . . . . . . . . . . . . 412.5
Residential . . . . . . . . . . . . . . . . . . . . . . . . . . 412.3
Unlimited height . . . . . . . . . . . . . . . . . . . . . . 504.1

AIRCRAFT-RELATED
OCCUPANCIES . . . . . . . . . . . . . . . . . . 412, 907.2.22

Airport traffic control towers . . . . . . . . . . . . . 412.1
Egress . . . . . . . . . . . . . . . . . . . . . . . . . . . . 412.1.3
Fire detection systems, automatic . . . . . . 412.1.4,

907.2.22
Standby power. . . . . . . . . . . . . 412.1.5, 2702.2.17
Type of construction . . . . . . . . . . . . . . . . . 412.1.2

AISLE
Assembly

seating . . . . . . 62.1108(2), 62.1109(10), 1008.7
Check-out . . . . . . . . . . . . . . . . . . . 62.1109(12)(b)
Converging . . . . . . . . . . . . . . . . . . . . . . . 1008.7.3
Grandstands, reviewing stands and

bleachers . . . . 1008.5, 62.1108(2), 62.1109(10)
Obstructions . . . . . . . . . . . . . . . . . . . . . . 1008.7.6
Stairs, handrails . . . . . . . . . . . . . . . . . . . . 1008.11
Tents. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3103.4
Width . . . . . . . . . . . . . 1008.7.2, 1008.7.4, 1008.8

ALARM SYSTEMS, EMERGENCY . . . . . . . . . . . . 908
ALARMS, DOOR. . . . . . . . . . . . . . . . . . 1003.3.1.8.2(5)
ALARMS, FIRE (see FIRE ALARM)
ALARMS, VISIBLE . . . . . . . . . . . . . . . . . . . . . . 907.9.1
ALARMS, VOICE

High-rise buildings . . . . . . . . . . . . . . . . 907.2.12.2
ALTERATIONS

Accessibility. . . . . . . . . . . . . . . . . . . . . . . . . . 3408
ALTERNATING TREAD STAIRWAYS . . . . 1003.3.3.10

Construction . . . . . . . . . . . . . . . . . . 1003.3.3.10.2
Galleries, catwalks, and gridirons . . . . . . 1007.5.1

ALUMINUM . . . . . . . . . 1404.5.1, 1604.3.5, Chapter 20
AMUSEMENT BUILDING, SPECIAL . . . . . . . . . . . 411

Emergency voice/alarm communications
system . . . . . . . . . . . . . . . . . . . . . . . . . . . 411.6

Exit marking . . . . . . . . . . . . . . . . . . . . . . . . . 411.7
Fire detection, automatic . . . . . . . . . . . . . . . 411.3
Interior finish. . . . . . . . . . . . . . . . . . . . . . . . . 411.8
Smoke detection system . . . . . . . . . . . . . 907.2.11
Sprinklers, automatic . . . . . . . . . . . . . . . . . . 411.4

AMUSEMENT PARK BUILDING. . . . . . . . . . . . . . . 303
ANCHOR STORE

(see COVERED MALL BUILDINGS) . . . . . . . . 402.2
Construction type . . . . . . . . . . . . . . . . . . . . . 402.6
Means of egress. . . . . . . . . . . . . . . . . . . 402.4.3.1
Occupant load . . . . . . . . . . . . . . . . . . . . 402.4.1.3

2002 WISCONSIN ENROLLED COMMERCIAL BUILDING CODE B-577R



ANCHORAGE. . . . . . . . . . . . . . . . . . . . . . . . . . . 1604.8
Concrete, seismic . . . . . . . . . . . . . . . . . . 1604.8.2
Masonry . . . . . . . . . . . . . . . . . . . . . . . . . 1604.8.2
Wind load . . . . . . . . . . . . . . . . . . . . . . . . 1609.1.3

APARTMENT HOUSES . . . . . . . . . . . . . . . . . . . . 310.1
ARCHITECT (see REGISTERED DESIGN

PROFESSIONAL)
ARCHITECTURAL TRIM . . . . . . . . . . . . . . . . 1406.2.2
AREA, BUILDING . . . . . . . . . . . . . . . . . . . . . Chapter 5

Basements . . . . . . . . . . . . . . . . . . . . . . . . 503.1.1
Enclosed parking garage. . . . . . . . . . 508.2, 508.3
Limitations . . . . . . . . . . . . . . . . . . . . . . . . 503, 505
Membrane structures . . . . . . . . . . . . . . . . . . 3102
Mezzanines . . . . . . . . . . . . . . . . . . . . . . . . . 505.2
Mixed construction types . . . . . . . . . . . . . . 3102.6
Mixed occupancy . . . . . . . . . . . . . . . . . . . . . 302.3
Modifications . . . . . . . . . . . . . . . . . . . . . . . . . . 506
Open parking garage. . . . . . . . . . . . . 508.3, 508.8
Residential aircraft hangars . . . . . . 412.3.6, 504.1
Unlimited . . . . . . . . . . . . . . . 503.1.4, 506.2.1, 507

AREA BUILDINGS, UNLIMITED. . . . . . . . . . . . . . . 507
AREA OF REFUGE . . . . . . . . . . . . . . . . . . 1003.2.13.5
ASSEMBLY OCCUPANCY

(GROUP A). . . . . . . . . . . . . . . . . . . . . . . . . 303, 1008
Access, single . . . . . . . . . . . . . . . . . . . . . 1008.8.2
Accessory . . . . . . . . . . . . . . . . . . Table 302.3.3(d)
Aisles . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1008.7
Bleachers (see BLEACHERS)
Egress, special provisions . . . . . . . . . . . . . 1008.1
Fire alarms . . . . . . . . . . . . . . . . . . . . . . . . 907.2.1
Grandstands (see GRANDSTANDS)
Interior finishes . . . . . . . . . . . . . . . . . . Table 803.4
Motion picture theatres. . . . . . . . . . . . . . . . . 507.8
Occupancy separation . . . . . Table 302.2.2(f, d, e)
Panic hardware. . . . . . . . . . . . . . . . . . . . 1003.3.1
Reviewing stands (see REVIEWING STANDS)
Seating, smoke-protected . . . . 1008.8.1, 1008.5.2
Sprinklers . . . . . . . . . . . . . . . . . . . . 507.2, 903.2.1
Standby power systems . . . . . . . . . . . . . 2702.2.1
Standpipes . . . . . . . . . . . . . . . . . . . . . . . . 905.3.3

ATRIUM . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 404
Automatic sprinkler protection . . . . . . . . . . . 404.3
Automatic fire detection . . . . . . . . . . . . . . . . 404.6
Enclosure . . . . . . . . . . . . . . . . . . . . . . . . . . . 404.5
Interior finish. . . . . . . . . . . . . . . . . . . . . . . . . 404.8
Smoke control . . . . . . 404.4, 707.2, 909, 907.2.13
Standby power . . . . . . . . . . . . . . . . . . . . . . . 404.7
Use . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 404.2

ATTACHED GARAGE . . . . . . . . . . . . . 302.1.1, 406.2.9
ATTIC

Access . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1208.2

Combustible storage. . . . . . . . . . . . . . . . . . . 413.2
Draftstopping . . . . . . . . . . . . . . . . . . . . . . . . 716.4
Insulation . . . . . . . . . . . . . . . . . . . . . . . . . . 718.3.1
Live load . . . . . . . . . . . . . . . . . . . . . . Table 1607.1
Unusable space fire protection . . . . . . . . . 710.3.2
Ventilation. . . . . . . . . . . . . . . . . . . . . . . . . . 1202.2

AUDITORIUM
Accessibility . . . . . . . . . . 62.1108(2), 62.1109(10)
Foyers and lobbies . . . . . . . . . . . . . . . . . . . 1008.3
Interior balconies and galleries . . . . . . . . . 1008.4
Motion picture projection rooms . . . . . . . . . . . 409
Stages and platforms . . . . . . . . . . . . . . . . . . . 410

AUTOMOBILE PARKING GARAGE (see GARAGE,
AUTOMOBILE PARKING) . . . . . . . . . . . . . . . . . . 406

AUTOMOBILE, REPAIR GARAGE
(see GARAGE, REPAIR). . . . . . . . . . . . . . . . . . 406.6

Gas-detection system. . . . . . . . . . . 406.6.6, 908.5
Floor surface . . . . . . . . . . . . . . . . . . . . . . . 406.6.4
Ventilation . . . . . . . . . . . . . . . . . . . . . . . . . 406.6.3

AUTOMOTIVE SERVICE STATION . . . . . . . . . . . 406.5
AWNINGS

Design and construction. . . . . . . . . . . . . . . 3105.2
Live load . . . . . . . . . . . . . . . . . . . . . . . 1607.11.2.4
Plastic. . . . . . . . . . . . . . . . . . . . . . . . . . . . 2606.10
Definition . . . . . . . . . . . . . . . . . . . . . . . . . . . 202.1

B

BALCONIES . . . . . . . . . . . . . . . . . . . . . . . . . . 1004.3.4
Accessibility . . . . . . . . . . . . . . . . . . . . . 62.1108(2)
Construction requirements . . . . . . . . . . . . . 1406.3
Egress doors, residential
Egress, means of . . . . . . . . . . . . . . 704.2, 1003.3,

1006.2.2, 1008.4
Emergency escape. . . . . . . . . . . . . . . . . . . 1009.1
Exterior . . . . . . . . . . . . . . . . . . . . . . . . . . 1004.3.4
Guards. . . . . . . . . . . . . . . . . . 1003.2.12, 1008.1.2
Interior . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1008.4
Live load . . . . . . . . . . . . . . . . . . . . . . Table 1607.1
Projection, combustible . . . . . . . . . . . . . . . 1406.3
Seat stability . . . . . . . . . . . . . . . . . . . . . . . 1008.10
Seismic . . . . . . . . . . . . . . . . . . . . . . . . . 2308.12.7
Travel distance . . . . . . . . . . . . . . . . . . . 1004.2.4.2

BARBECUES . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2801
BASEMENT (see UNDERGROUND BUILDINGS)

Aircraft hangars . . . . . . . . . . . . . . . . . . . . . 412.2.2
Area modification . . . . . . . . . . . . . . 503.1.1, 506.1
Considered a story . . . . . . . . . . . . . . . . . . . . 502.1
Emergency escape. . . . . . . . . . . . . . . . . . . 1009.1
Height modifications for . . . . . 508.2, 508.3, 508.6
Prohibited . . . . . . . . . . . . . . . . . . . . . 415.4, 415.5,

415.7.3.5, 415.9.5.2.2, 418.1

B-578R 2002 WISCONSIN ENROLLED COMMERCIAL BUILDING CODE

INDEX



Sprinklers . . . . . . . . . . . . . . . . . . . . . . . 903.2.12.1
Waterproofing and dampproofing . . . . . . . . . 1806

BASEMENT WALLS
Concrete. . . . . . . . . . . . . . . . . . Table 1904.2.2(2),

1909.6.1, 1910.4.4.1
Loads . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1805.5
Waterproofing . . . . . . . . . . . . . . . . . . . . . 1806.1.1

BAY AND ORIEL WINDOWS . . . . . . . . . . . . . . . 1406.4
BLEACHERS

Accessibility . . . . . . . . . . 62.1108(2), 62.1109(10)
Egress . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1008.5
Footboards . . . . . . . . . . . . . . . . . . . . . . . . 1008.13

BLOCK (see CONCRETE BLOCK, GLASS BLOCK)
BOILER

Exits . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1007.1
Fire detection . . . . . . . . . . . . . . . . . . . . . . . . 907.2

BOLTS
Anchors . . . . . . . . . . 1912, 1913, 2103.11.5, 2108

BONDING, MASONRY . . . . 2103.8, 2109.6, 2109.7.2.1
BRICK (see MASONRY)

Calculated fire resistance . . . . . . . . . . . . . . . 720.4
Foundations . . . . . . . . . . . . . . . . . . . . . . . . 1805.5
Veneer . . . . . . . . . . . . . . . . . . . . . . 1405.5, 1405.9

BUILDING
Access, fire department . . . . . . . . 402.13, 402.15,

415.9.5.2.2, 909.21.2
Area (see AREA, BUILDING) . . . . . . . . Chapter 5
Demolition . . . . . . . . . . . . . . . . . . . . . . . . . . . 3303
Existing . . . . . . . . . . . . . . . . . . . . . . . . Chapter 34
Height (see HEIGHT, BUILDING) . . . . . Chapter 5
Occupancy classification . . . . . . . . . . . . Chapter 3

BUILT-UP ROOFS . . . . . . . . . . . . . . . . . . . . . . 1507.10
BUSINESS OCCUPANCY (GROUP B). . . . . . . . . . 304

Area modifications . . . . . . . . . . . . . Table 503, 506
Corridors (see CORRIDORS) . . . . . . . . . 1004.3.6
Educational above 12th grade . . . . . . . . . . . 304.1
Elevator lobby . . . . . . . . . . . . . . . . . 1004.3.3.6(2)
Fire alarm . . . . . . . . . . . . . . . . . . . . . . . . . 907.2.2
Parking under . . . . . . . . . . . . . . . . . . . 508.2,508.8
Unlimited height . . . . . . . . . . . . . . . . . . . . . . 508.4
Single exit . . . . . . . . . . . . . . . . . . . Table 1005.2.2
Special provisions . . . . . . . . . . . . . . . . . . . . . . 508

C

CABLES, STEEL STRUCTURAL . . . . . . . . . . . . . 2207
CALCULATED FIRE RESISTANCE

(see FIRE RESISTANCE, CALCULATED)
CANOPIES . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3105

Motor vehicle service stations . . . . . . . . . . 406.5.2
Live load, uniform . . . . . . . . . . . . . . . . 1607.11.2.4
Materials. . . . . . . . . . . . . . . . . . . . . . . . . . . 3105.3

CARPET
Floor covering. . . . . . . . . . . . . . . . . . . . . . . . 804.2
Walls and ceilings . . . . . . . . . . . . . . . . . . . 803.5.2

CEILING
Height . . . . . . . . . . . . . . . . . . . . 409.2, 909.20.4.3,

1204.2.2, 1207.2
Interior finish . . . . . . . . . . . . . . . . . . . . . . . . . . 803
Penetration of fire resistant assemblies . . . . . 707,

711.4, 715.2, 715.6
Suspended acoustical . . . . . . . . . . . . . . 803.8.1.1

CELLULOSE NITRATE FILM HANDLING. . . . . 1007.4
CERAMIC TILE

Material requirements. . . . . . . . . . . . . . . . . 2103.4
Mortar. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2103.9

CHILD CARE . . . . . . . . . 305.2, 308.3.1, 308.5.2, 407.1
CHIMNEYS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2111

Factory-built. . . . . . . . . . . . . . . . . . . 716.2.5, 2801
CHURCHES

Classification . . . . . . . . . . . . . . . . . . . . . . . . . . 303
Egress . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1008
Fire alarm . . . . . . . . . . . . . . . . . . . . . . . . . 907.2.1
Interior finishes . . . . . . . . . . . . . . . . . . Table 803.4
Locks and latches. . . . . . . . . . . . . . . . . 1003.3.1.8
Stair enclosure . . . . . . . . . . . . 1005.3.2, 1008.4.1

CIRCULAR STAIRS . . . . . . . . . . . . . . . . . . . 1003.3.3.7
CLAY ROOF TILE . . . . . . . . . . . . . . . . . . . . . . . 1507.3
COAL POCKETS . . . . . . . . . . . . . . . . . . . . . . 415.7.1.6
COLD STORAGE, INSULATION . . . . . 2603.3, 2603.5
COMBUSTIBLE DUSTS . . . . . . . . . . . . . . . . . . 415.7.1
COMBUSTIBLE LIQUIDS . . . . . . . . . . . . . . . . . 415.7.2
COMBUSTIBLE MATERIAL

High-pile stock or rack storage . . . . 413.1. 910.2.3
In concealed spaces . . . . . . . . . . . . . 413.2, 716.5
In Type I and Type II . . . . . . . . . . . . . . 603, 804.;4
On exterior side of exterior wall . . . . . . . . . . . 1406

COMBUSTIBLE PROJECTIONS . . . . . . 704.2, 1406.3
COMBUSTIBLE STORAGE . . . . . . . . . . . 413, 910.2.3
COMMON PATH OF EGRESS TRAVEL . . . . . 1004.2.5
COMPARTMENTATION

Underground buildings . . . . . . . . . . . . . . . . . 405.4
COMPRESSED GAS . . . . . 307.2, 415.9.7.2.2, 903.3.2
CONCEALED SPACES . . . . . . . . . . . . . . . . 413.2, 716
CONCRETE . . . . . . . . . . . . . . . . . . . . . . . . . Chapter 19

Anchorage . . . . . . . . . . . . . . . . . . . 1604.8.2, 1913
Calculated fire resistance . . . . . . . . . . . . . . . 720.2
Conduits embedded in . . . . . . . . . . . . . . . . 1906.3
Construction documents. . . . . . . . . . . . . . . 1901.4
Construction joints. . . . . . . . . . . . . . . . . . . . . 1906
Curing. . . . . . . . . . . . . . . . . . . . . . . . . . . . 1905.11
Durability . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1904
Exposure conditions . . . . . . . . . . . . . . . . . . . 1904

2002 WISCONSIN ENROLLED COMMERCIAL BUILDING CODE B-579R

INDEX



Footings . . . . . . . . . . . . . . . . . . . . . . . . . . . 1805.4
Formwork . . . . . . . . . . . . . . . . . . . . . . . . . . . 1906
Foundation walls. . . . . . . . . . . . . . . . . . . . . 1805.5
Mixing . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1905
Pipe columns, concrete-filled . . . . . . . . . . . . 1916
Pipes embedded in . . . . . . . . . . . . . . . . . . . . 1906
Placing. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1905
Plain, structural . . . . . . . . . . . . . . . . . . . . . . . 1909
Proportioning . . . . . . . . . . . . . . . . . . . . . . . 1905.2
Quality . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1905
Reinforced gypsum concrete. . . . . . . . . . . . . 1915
Reinforcement . . . . . . . . . . . . . . . . . . . . . . . . 1907
Roof tile . . . . . . . . . . . . . . . . . . . . . . . . . . . 1508.3
Seismic provisions. . . . . . . . . . . . . . . . . . . . . 1910
Shotcrete . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1914
Slab, minimum. . . . . . . . . . . . . . . . . . . . . . . . 1911
Specifications . . . . . . . . . . . . . . . . . . . . . . . . 1903
Storage of materials . . . . . . . . . . . . . . . . . . 1903.7
Strength testing . . . . . . . . . . . . . . . . . . . . . 1905.6
Wood support . . . . . . . . . . . . . . . . . . . . . . 2304.12

CONCRETE MASONRY
Calculated fire resistance . . . . . . . . . . . . . . . 720.3
Construction . . . . . . . . . . . . . . . . . . . . . . . . . 2104
Design . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2101.2
Surface bonding . . . . . . . . . . . . . . . . . . . 2109.2.3
Testing . . . . . . . . . . . . . . . . . . . . . . . . 2105.2.2.1.2
Wood support . . . . . . . . . . . . . . 2104.1.6, 2304.12

CONCRETE ROOF TILE . . . . . . . . . . . . . . . . . . 1507.3
Wind resistance. . . . . . . . . . . . . . . . . . . . 1609.7.3

CONDUIT, PENETRATION PROTECTION . . . . . 711.3
711.4, 1005.3.4.1

CONFLICTS IN CODE . . . . . . . . . . . . . . . . . . . . . 102.1
CONSTRUCTION DOCUMENTS . . . . . . . . . . . . . 1603

Fire alarm and detection systems . . . . . . . 907.1.1
Fire resistant joint systems . . . . . . . . . . . . . . . 712
Floor live load . . . . . . . . . . . . . . . . . . . . . 1603.1.1
Live loads posted . . . . . . . . . . . . . . . . . . . . 1603.3
Masonry . . . . . . . . . . . . . . . . . . . . . . . . . . . 2101.3
Penetrations . . . . . . . . . . . . . . . . . . . . . . . . . . 711
Roof assemblies . . . . . . . . . . . . . . . . . . . . . . 1503
Roof live load. . . . . . . . . . . . . . . . . . . . . . 1603.1.2
Roof snow load . . . . . . . . . . . . . . . . . . . . 1603.1.3
Seismic . . . . . . . . . . . . . . . . . . . . . . . . . . 1603.1.5
Soil classification and design load bearing

capacity. . . . . . . . . . . . . . . . . . . . . . . . . . 1802.6
Special loads . . . . . . . . . . . . . . . . . . . . . . 1603.1.6
Wind load . . . . . . . . . . . . . . . . . . . . . . . . 1603.1.4

CONSTRUCTION JOINTS
Concrete. . . . . . . . . . . . . . . . . . . . . . . . . . . 1906.4
Shotcrete . . . . . . . . . . . . . . . . . . . . . . . . . . 1914.7

CONSTRUCTION TYPES . . . . . . . . . . . . . . . Chapter 6
Automobile parking garage . . . . . . . Table 406.3.1,

508.2 - 508.8
Classification . . . . . . . . . . . . . . . . . . . . . . . . . . 602
Combustible material in Type I and Type II

construction . . . . . . . . . . . . . . . . . . . . . . . . . 603
Covered mall buildings . . . . . . . . . . . . . . . . . 402.6
Fire resistance . . . . . . . . . . . Table 601, Table 602
Highrise . . . . . . . . . . . . . . . . . . . . . . . . . 403.3.3.1
Underground buildings . . . . . . . . . . . . . . . . . 405.2

CONTRACTOR’S
RESPONSIBILITIES . . . . . . . . . . . . . . . . . . . . . 901.5

CONTROL AREA . . . . . . . . . . . . . . . . . . . . . . . . . 414.2
CORNICES

Masonry . . . . . . . . . . . . . . . . . . . . . . . . . 2104.2.1
Projection . . . . . . . . . . . . . . . . . . . . 704.2, 1406.3
Draftstopping . . . . . . . . . . . . . . . . . . . . . . . 716.2.6

CORRIDOR . . . . . . . . . . . . . . . . . . . . . . . . . . . 1004.3.3
Dead end (see Dead End)
Headroom. . . . . . . . . . . . . . . . . . . . . . . 1003.2.5.1
HPM service. . . . . . . . . . . . . . . . . . . . . . 903.2.4.2
Open ended. . . . . . . . . . . . . . . . . . . . . . . 1003.3.6
Ramps . . . . . . . . . . . . . . . . . . . . . . . . . . . 1003.2.7
Walls. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 708.1
Width . . . . . . . . . . . . . . . . . 1003.2.3.1, 1003.3.3.3

CORRIDOR PROTECTION, EXIT ACCESS
Construction, fire protection . . . . . . . . . . . . 708.1,

Table 1004.3.2.1
Doors. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 714.2.3
Interior finish . . . . . . . . . . . . . . Table 803.4, 804.4
Opening protectives . . . . . . . . . . . . . . Table 714.2
Return and exhaust air . . . . . . . . . . . . . . . 715.5.4

CORROSIVES . . . . . . . . . . . . . . . . . . . . . . . . . . . 414.3
COURTS . . . . . . . . . . . . . . . . . . . . . . . . . . . 704.3, 1205
COVERED MALL BUILDINGS . . . . . . . . . . . . . . . . 402

Emergency voice/alarm system . . . . . . . 907.2.21
Standby power. . . . . . . . . . . . . . . . . . . . 2702.2.13
Standpipe system . . . . . . . . . . . . . . . . . . . 905.3.4

CONVEYING SYSTEMS . . . . . . . . . . . . . . . . . . . . 3005
CRAWL SPACE

Access . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1208.2
Drainage . . . . . . . . . . . . . . . . . . . . . . . . . 1806.1.2
Ventilation. . . . . . . . . . . . . . . . . . . . . . . . . . 1202.3

CRYOGENIC FLUIDS . . . . . . . . . . . . . . . . Table 307.7,
Table 414.5.1, Table 415.9

D

DAMPERS (see FIRE DAMPERS, SMOKE
DAMPERS) . . . . . . . . . . . . . . . . . . . . . . 715.2 - 715.5
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DAMPPROOFING AND WATERPROOFING . . . . 1806
Required . . . . . . . . . . . . . . . . . . . . 1806.2, 1806.3
Subsoil drainage system . . . . . . . . . . . . . . 1806.4

DAY CARE. . . . . . . . . . . . . . . . . . . . . . . . . 305.2, 308.5
DEAD END . . . . . . . . . . . . . . . . . . . . . . . . . . 1004.3.3.4

Aisle. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1008.7.5
DEAD LOAD . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1606

Building materials . . . . . . . . . . . . . . . . . . . . 1606.1
Definition . . . . . . . . . . . . . . . . . . . . . . . . . . 1602.1
Footing design load . . . . . . . . . . . . . . . 1805.4.1.1
Load combinations . . . . . . . . . . . . . . . . . . . . 1605

DEFLECTION, STRUCTURAL. . . . . . 1604.3, 1620.1.5
DEMOLITION . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3303
DIAPHRAGMS

Definition . . . . . . . . . . . . . . . . . . . . 1602.1, 1609.2
Irregularities, seismic . . . . . . . . . . . Table 1616.5.1
Masonry construction . . . . . . . . . . . . . . 2109.2.1.3
Particleboard . . . . . . . . . . . . . . . . . . . . . . 2306.4.3
Seismic design . . . . . . . . . . . . 1620.1.5, 1620.3.3
Steel deck . . . . . . . . . . . . . . . . . . . . . . . . . . . 2205
Vertical gypsum board . . . . . 2504, Table 2306.4.5
Wood . . . . . . . . . . . 2302.1, 2305, 2305.2, 2306.3
Wood structural panel . . . . . . . . . . . . . . . 2303.1.4

DOORS. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1003.3
Access-controlled . . . . . . . . . . . . . . . 1003.3.1.3.4
Closers and Latches . . . . . . . . . . . . . . . . . 714.2.7
Emergency egress . . . . . . . . . . . . . . . . . . . . 1009
Fire (see OPENING PROTECTIVES) . . . . . 714.2,

1005.3.5.2
Glass . . . . . . . . . . . . . . . . . . . . . 714.2.6, 1405.12
Horizontal sliding . . . . . . . . . . . . . . . . 1003.3.1.3.3
In means of egress . . . . . . . . . . . . . . . . . 1003.2.3
Landings. . . . . . . . . . . . . . . . . . . . . . . . 1003.3.1.5
Locks and Latches (see LOCKS) . . . . . 1003.3.1.8
Panic and fire exit hardware . . . . . . . . . 1003.3.1.9
Power operated . . . . . . . . . . . . . . . . . 1003.3.1.3.2
Revolving. . . . . . . . . . . . . . . . . . . . . . 1003.3.1.3.1
Security grilles. . . . . . . . . . . . . . . . . . 1003.3.1.3.5
Side swinging . . . . . . . . . . . . . . . . . . . . 1003.3.1.2
Smoke barrier. . . . . . . . . . . . . . . . . . . . . . . . 709.5
Thresholds . . . . . . . . . . . . . . . . . . . . . . 1003.3.1.6
To area of refuge . . . . . . . . . . . . . . . 1003.2.13.5.5
Width . . . . . . . . . . . . . . . . . . . . . . . . . . 1003.3.1.1

DRAFTSTOPPING
Attics . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 716.4
Floor-ceiling assemblies. . . . . . . . . . . . . . . . 716.3

DRY CLEANING PLANTS . . . . . . . . . . . . . . . . 415.7.4
DRYING ROOMS. . . . . . . . . . . . . . . . . . . . . . . . . . . 417
DUCTS AND AIR TRANSFER

OPENINGS. . . . . . . . . . . . . . . . . . 704.14, 706.9, 715
DUMBWAITERS . . . . . . . . . . . . . . . . . . . . . . . . . 707.14

E

EARTHQUAKE LOADS
(see SEISMIC) . . . . . . . . . . . . . . . . . . . . 1613 - 1623

EAVES (see COMBUSTIBLE PROJECTIONS and
CORNICES)

Live Load, Uniform . . . . . . . . . . . . . . . 1607.11.2.5
EDUCATIONAL OCCUPANCY (GROUP E) . . . . . . 305

Day care . . . . . . . . . . . . . . . . . . . . . . . . . . . . 305.2
Egress, special provisions . . . . . . . . . . 1003.3.1.9
Fire alarm . . . . . . . . . . . . . . . . . . . . . . . . . 907.2.3
Manual fire alarm boxes . . . . . . . . . . . . . . . . 907.3
Panic hardware . . . . . . . . . . . . . . . . . . . 1003.3.19
Special occupancy separation . . . . . Table 302.3.3
Sprinkler system . . . . . . . . . . . . . . . . . . . . 903.2.2

EGRESS (see MEANS OF EGRESS) . . . . . Chapter 10
ELECTRICAL . . . . . . . . . . . . . . . . . . . . . . . Chapter 27
ELEVATOR

Accessibility . . . . . . . . . . . . . . 62.1109(6), 3001.3
Car size . . . . . . . . . . . . . . . . . . . . . 3001.3, 3002.4
Construction . . . . . . . . . . . . . . . . . . . . . . . . 707.14
Conveying systems . . . . . . . . . . . . . . . . . . . . 3005
Emergency operations . . . . 3002.3, 3002.5, 3003
High-rise. . . . . . . . . . . . . . . . . . . . . . . . . . . . 403.9
Hoistway enclosures . . . . . . . . . . . . . . 3002, 3005
Hoistway venting . . . . . . . . . . . . . . . . . . . . . . 3004
Lobby. . . . . . . . . . . . . . . . . . . . . . . . . . . . 707.14.1
Machine rooms . . . . . . . . . . . . . . . . . . . . . . . 3006
Means of egress. . . . . . . . . . . . . . . . . . . 1003.2.9,

1003.2.13.1, 1003.2.13.1.1, 1003.2.13.3
Number of elevator cars in hoistway. . . . . . 3002.2
Personnel and material hoists . . . . . . . . . . 3005.4
Seismic requirements . . . . . . . . . . . . . . 1621.3.14
Shaft enclosure . . . . . . . . . . . . . . . . . . . . . 707.14
Signs . . . . . . . . . . . . . . . . . . . . . . . . . 1003.2.13.6
Standby power. . . . . . . . . . . . 2702.2.5, 2702.2.18

EMERGENCY COMMUNICATIONS
Area of refuge . . . . . . . . . . . . . . . . . 1003.2.13.5.3

EMERGENCY EGRESS OPENINGS
Window wells . . . . . . . . . . . . . . . . . . . . . . . 1009.5

EMERGENCY LIGHTING . . . . . . . . . . . . . . . 1003.2.11
EMERGENCY POWER

Exit signs . . . . . . . . . . . . . . . . . . . . . . . . . 2702.2.3
Group I-3 . . . . . . . . . . . . . . . . . 408.4.2, 2702.2.16
Hazardous . . . . . . . . . . . . . . . . . 414.5.4, 415.9.10
High-rise, business and residential

occupancies . . . . . . . . . . . . . 403.10, 2702.2.14
Loads, underground buildings . . . . . . . . . 405.10.1
Means of egress illumination. . . . . . . 1003.2.11.2,

2702.2.4
Underground buildings . . . . . . . . . . . . . . . . 405.10

ENCLOSED, WALKWAY . . . . . . . . . . . . . . . . . . . . 3104
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END-JOINTED LUMBER . . . . . . . . . . . . . . . . 2303.1.1
ENERGY EFFICIENCY . . . . . . . . . . . . . . . . Chapter 13
ENGINEER (see REGISTERED

DESIGN PROFESSIONAL)
EQUIVALENT OPENING FACTOR . . . . . . Figure 704.7
ESCALATORS AND MOVING WALKS. . . . . . . . . 3005

Floor opening protection. . . . . . . . . . . . . . . . 707.2
Illumination . . . . . . . . . . . . . . . . . . . . . . . 2702.2.4
Prohibited as means of egress . . . . . . . . 1003.2.9

EXCAVATION, GRADING AND FILL . . . . . . . . . . 1803
EXISTING BUILDING

Accessibility . . . . . . . . . . . . . . 62.1103(2)(b), 3408
Escalator . . . . . . . . . . . . . . . . . . . . . . . . . 3408.7.3
Historic . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3406

EXIT (see MEANS OF EGRESS)
Aisles. . . . . . . . . . . . . . . . . . . . . . . . . . . . 1004.3.2
Aisles with tables. . . . . . . . . . . . . . . . . . . 1004.3.1
Boiler rooms . . . . . . . . . . . . . . . . . . . . . . . . 1007.1
Construction . . . . . . . . . . . . . . . . . . . . . . . . . 706.1
Corridors . . . . . . . . . . . . . . . . . . . . . . . . . 1004.3.3
Courts . . . . . . . . . . . . . . . . . . . . . . . . . . . 1006.3.1
Discharge . . . . . . . . . . . . . . . . . . . . . . . . . . . 1006
Enclosure, vertical exit . . . . . . . . . . . . . . 1005.3.2
Fire resistance . . . . . . . . . . . . . . . 706.3. 1005.3.2
Furnace rooms . . . . . . . . . . . . . . . . . . . . . . 1007.1
Horizontal . . . . . . . . . . . . . . . . . . . . . . . . 1005.3.5
Illumination . . . . . . . . . . . . . . . . . . . . . . 1003.2.11
Incinerator rooms . . . . . . . . . . . . . . . . . . . . 1007.1
Interior finish . . . . . . . . . . . . . . . . . . . . Table 803.4
Mezzanines . . . . . . . . . . . . . . . . . 505.3, 1004.2.1
Number, minimum . . . . . . . . . . . 1004.2, 1005.2.1
Passageway . . . . . . . . . . . . . . . . . . . . . . 1005.3.3
Path, common . . . . . . . . . . . . . . . . . . . . . 1004.2.5
Refrigerated rooms or spaces . . . . . . . . . . 1007.3
Refrigeration machinery rooms . . . . . . . . . 1007.2
Signs (see Exit signs)
Travel distance. . . . . . . . . . . . . . . . . . . . . 1004.2.4
Underground buildings . . . . . . . . . . . . . . . . . 405.8

EXIT ACCESS (see MEANS
OF EGRESS) . . . . . . . . . . . . . . . . . . . . . . 1003, 1004

EXIT DISCHARGE (see MEANS
OF EGRESS) . . . . . . . . . . . . . . . . . . . . . . . . . . . 1006

EXIT PASSAGEWAY (see MEANS
OF EGRESS) . . . . . . . . . . . . . . . . . . . . . . . . 1005.3.3

EXIT SIGNS. . . . . . . . . . . . . . . . . . . . . . . . . . 1003.2.10
Area of refuge. . . . . . . . . . . . . . . . . . . 1003.2.13.6
Special amusement buildings. . . . . . . . . . . . 411.7

EXPLOSIVES . . . . . . . . Table 414.5.1, Table 415.3.2.2,
Table 415.9

EXTERIOR WALLS
(see WALLS, EXTERIOR) . . . . . . . . 704, Chapter 14

F

FACTORY OCCUPANCY (GROUP F) . . . . . . . . . . . 306
Increase dead end distance. . . . . . . 1004.3.3.4(2)
Low hazard occupancy. . . . . . . . . . . . . . . . . 306.3
Moderate hazard occupancy . . . . . . . . . . . . 306.2
Smoke and heat vents . . . . . . . . . . . . . . . . . 910.2
Travel distance increase . . . . . . . . . . . . 1004.2.4.1

FASTENING, WOOD CONSTRUCTION . . . . . . 2304.9
FENCES . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 312.1
FIBERBOARD . . . . . . . . . . . . . . . . . . . . . . . . . 2303.1.5
FILL MATERIAL . . . . . . . . . . . . . . . . . . . . . . . . . 1803.4
FINGER-JOINTED LUMBER

(see End-Jointed Lumber)
FIRE ALARM AND DETECTION SYSTEMS

Aerosol storage . . . . . . . . . . . . . . . . . . . . 907.2.16
Assembly. . . . . . . . . . . . . . . . . . . . . . . . . . 907.2.1
Atriums . . . . . . . . . . . . . . . . . . . . . . . . . . 907.2.13
Audible alarm . . . . . . . . . . . . . . . . . . . . . . 907.9.2
Battery room . . . . . . . . . . . . . . . . . . . . . . 907.2.23
Construction documents . . . . . . . . . . . . . . 907.1.1
Covered mall . . . . . . . . . . . . . . . . . . . . . . 907.2.20
High-rise . . . . . . . . . . . . . . . . . . . . . . . . . 907.2.12
Lumber storage . . . . . . . . . . . . . . . . . . . . 907.2.17
Occupancy requirements . . . . . 907.2.1, 907.2.10
Special amusement buildings . . . . . . . . . 907.2.11
Underground buildings . . . . . . 907.2.18, 907.2.19,

907.2.20
Visible alarm . . . . . . . . . . . . . . . . . . . . . . . 907.9.1

FIRE ALARM BOX, MANUAL . . . . . . . . . . . . . . . 907.3
FIRE BARRIERS . . . . . . . . . . . . . . . . . . . . . . . . . . . 706
FIRE COMMAND STATION . . . . . . . 403.7, 403.8, 911
FIRE DAMPERS. . . . . . . . . . . . . . . . . . . . 715.2 - 715.5
FIRE DEPARTMENT ACCESS . . . . . . . . . . . . . 402.15
FIRE DETECTION SYSTEM, AUTOMATIC

Airport traffic control towers . . . . . . . . . . . 412.1.4
Atriums . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 404.6
High-rise buildings . . . . . . . . . . . . . . . . . . . . 403.5
Institutional occupancy . . . 407.2.1, 407.2.3, 407.6
Special amusement buildings. . . . . . . . . . . . 411.3

FIRE DOOR
(see OPENING PROTECTIVES). . . 714, 1005.3.5.2,

FIRE EXTINGUISHERS, PORTABLE . . . . . . . . . . . 906
FIRE EXTINGUISHING SYSTEMS,

NON-WATER BASED . . . . . . . . . . . . . . . . . . . . . 904
FIRE PARTITION . . . . . . . . . . . . . 602.4.6, 708, 715.5.3
FIRE PROTECTION

Alarm, emergency systems. . . . . . . . . . . . . . . 908
Alarm, audible . . . . . . . . . . . . . . . . . . . . . . 907.9.2
Alarms, visible . . . . . . . . . . . . . . . . . . . . . . 907.9.1
Explosion control . . . . . . . . . . . . . . . . 414.5.1, 911
Fire extinguishers, portable . . . . . . . . . . . . . . . 906
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Glazing, rated . . . . . . . . . . . . . . . . . . . . . . . . 714.3
Smoke control systems . . . . . . . . . . . . . . . . . . 909
Smoke and heat vents . . . . . . . . . . . . . 415.6, 910
Sprinkler systems . . . . . . . . . . . . . . . . . . . . . . 903

FIRE PROTECTION SYSTEMS . . . . . . . . . . . . . . 901.2
FIRE RESISTANCE

Calculated . . . . . . . . . . . . . . . . . . . . . . . . . . . . 720
Conditions of restraint . . . . . . . . . . . . . . . . 703.2.3
Ducts and air transfer openings. . . . . . . . . . . . 715
Joint systems. . . . . . . . . . . . . . . . . . . . . . . . . . 712
Prescriptive . . . . . . . . . . . . . . . . . . . . . . . . . . . 719
Ratings . . . . . . . . . . . . Chapter 6, 703, 704.5, 706
Tests . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 703
Thermal and sound insulating materials . . . 718.1
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OPENING PROTECTION) . . . . . . . . . . . . . . . . . . 707
Construction . . . . . . . . . . . . . . . . . 707.11, 707.12
Elevators. . . . . . . . . . . . . . . . . . . . . . . . . . . 707.14
Fire resistance rating . . . . . . . . . . . . . . . . . . 707.4
High-rise buildings. . . . . . . . . . . . . . . . . . . 403.3.2
Materials. . . . . . . . . . . . . . . . . . . . . . . . . . . . 707.3
Penetrations . . . . . . . . . . . . . . . . . . 707.8, 715.5.3
Refuse and laundry chutes . . . . . . . . . . . . 707.12
Required. . . . . . . . . . . . . . . . . . . . . . . . . . . . 707.2

SHEATHING
Clearance from earth . . . . . . . . . . . . . 2304.11.2.2
Fastening . . . . . . . . . . . . . . . . . . . . . . . . . . 2304.9
Fiberboard . . . . . . . . . . . . . . . . . . . . . . . . 2306.4.4
Floor . . . . . . . . . . . . . . . . . . . . . . 2304.7, 2308.8.6
Gypsum. . . . . . . . . . . . . . . . . . . . . . . 2306.4.5.1.6
Moisture protection. . . . . . . . . . . . . . . 2304.11.2.2
Particleboard . . . . . . . . . . . . . . . . . . . . . . 2306.4.3
Roof . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2304.7
Roof sheathing . . . . . . . . . . . . . . . . . . . 2308.10.8
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Wall . . . . . . . . . . . . . . . . . . . . . 2304.6.1, 2308.9.3
Wood structural panels. . . . . . . . 2303.1.4, 2211.3

SHOPPING CENTERS . . . . . . . . . . . . . . . . . . . . . . 309
SHOTCRETE . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1914
SHUTTERS, FIRE (see OPENING

PROTECTIVES) . . . . . . . . . . . . . . . . . . . . . . . . 714.2
SIGNS . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 3107

Accessibility . . . . . . . . . . . . . . . 1003.2.13.6, 1109
Area of refuge, accessible . . 1003.2.13.5.5, 1109.1
Covered mall building . . . . . . . . . . . . . . . . . 402.14
Doors . . . . . . . . . . . . . . . 1003.3.1.8, 1003.3.1.8.2
Elevators. . . . . . . . . . . . . . . . . . . . . . . . . . 62.1110
Exit . . . . . . . . . . . . . . . . . . . . 1003.2.10, 2702.2.3
Floor loads . . . . . . . . . . . . . . . . . . . . . . . . . 1603.3
Occupant content, assembly . . . . . . . . 1003.2.2.5
Parking spaces . . . . . . . . . . . . . . . . . . 62.1110(1)
Plastic . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2611
Stair identification . . . . . . . 1005.3.2.4, 62.1110(3)
Standpipe control valve . . . . . . . . . . . . . . . 905.7.1

SKYLIGHTS
Light, required . . . . . . . . . . . . . . . . . . . . . . 1204.1
Plastic . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2610
Rated assemblies. . . . . . . . . . . . . . . . . . . . . 710.4

SLAB, COMPOSITE STEEL
DECK/CONCRETE . . . . . . . . . . . . . . . . . . . . . 2205.2

SLAB ON GROUND, CONCRETE . . 1911, 2304.11.2.3
SLATE SHINGLES . . . . . . . . . . . . . . . . . . . . . . . 1507.7
SMOKE BARRIERS . . . . . . . . . . . . . . . . . 709, 715.5.4

Construction . . . . . . . . . . . . . . . . . . . 709.4, 909.5
Doors. . . . . . . . . . . . . . . . . . 709.5, 714.2, 909.5.2
Duct penetration . . . . . . . . . . . . . . . . . . . . 715.5.5
Fire-resistance rating . . . . . . . . . . . . . . . . . . 709.3
Materials. . . . . . . . . . . . . . . . . . . . . . . . . . . . 709.2
Openings . . . . . . . . . . . . . . . . . . . . 709.5, 909.5.2
Penetrations . . . . . . . . . . . . . . . . . . . . . . . . . 709.6
Required . . . . . . . . . . . . . . . . . . . . . . 407.4, 408.6
Transfer grilles . . . . . . . . . . . . . . . . . . . . . . 715.5.5
Walls. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 709.4

SMOKE CONTROL . . . . . . . . . . . . . . . . . . . . . . . . . 909
Atrium buildings . . . . . . . . . . . . . . 404.4, 907.2.13
Covered mall building . . . . . . . . . . . . . . . . . . 402.9
High-rise. . . . . . . . . . . . . . . . . . . . . . . . 1005.3.2.5
Stages . . . . . . . . . . . . . . . . . . . . . . . . . . 410.3.7.2
Standby power systems . . . . . . . . . . . . . 2702.2.2
Underground buildings . . . . . . . . . 405.5, 907.2.19
Systems. . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 909

SMOKE DAMPERS . . . . . . . . . . . . . . . . . 715.2 - 715.5
Smoke barriers . . . . . . . . . . . . . . 715.5.4, 715.5.5

SMOKE DETECTORS
Atriums . . . . . . . . . . . . . . . . . . . . . 404.6, 907.2.13
Covered mall . . . . . . . . . . . . . . . . . . . . . . 907.2.20

Elevator lobbies . . . . . . . . . . . . . . . . . . 907.2.18.1
High-rise buildings . . . . . . . . . . . . 403.5, 907.2.12
HPM . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 415.9.9
Institutional I-2 . . . . . . . . . . . . . . . . . . . . . . . 407.6
Multiple-station . . . . . . . . . . . . . . . . . . . . 907.2.10
Residential aircraft hangars. . . . . . . . . . . 907.2.21
Residential occupancies. . . . . . . . . . . . 907.2.10.1
Single-station. . . . . . . . . . . . . . . . . . . . . . 907.2.10
Smoke activated doors . . . . . . . . . . . . . . 714.2.7.3
Special amusement buildings. . . . . . . . . . . . 411.5
Underground buildings . . . . . . . . . . . . . . 907.2.18

SMOKE EXHAUST SYSTEMS
Underground buildings . . 405.5, 907.2.18, 909.2.1

SMOKE VENTS . . . . . . . . . . . . . . . . . . . . . . 415.6, 910
SMOKEPROOF ENCLOSURES . . . . . . . . . 1005.3.2.5

Design . . . . . . . . . . . . . . . . . . . . . . . . . . . 909.20.3
SNOW LOAD . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1608

Glass . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2404
SOILS AND FOUNDATIONS. . . . . . . . . . . . Chapter 18

Classification . . . . . . . . . . . . . . . . . . . . . . . 1802.3
Depth of footings . . . . . . . . . . . . . . . . . . . . 1805.2
Excavation, grading and fill . . . . . . . . . . . . . . 1803
Expansive. . . . . . . . . . . . . . . . . . 1802.3.2, 1805.8
Footings and foundations . . . . . . . . . . . . . . . 1805
Footings on or adjacent to slopes . . . . . . . 1805.3
Foundation walls. . . . . . . . . . . . . . . . . . . . . 1805.5
Foundations, pile and pier . . . . . . . . . . . . . . . 1807
Grading. . . . . . . . . . . . . . . . . . . . . . . . . . . . 1803.3
Investigation . . . . . . . . . . . . . . . . . . . . . . . . . 1802
Investigation, pile and pier. . . . . . . . . . . . 1802.2.4
Investigation, seismic . . . . . . . . 1802.2.6,1802.2.7
Loadbearing values . . . . . . . . . . . . . . . . . . . . 1804
Soil boring and sampling . . . . . . . . . . . . . . 1802.5
Soil lateral load . . . . . . . . . . . . . . . . . . . . . . . 1610
Testing, piles. . . . . . . . . . . . . . . . . . . . . 1807.2.8.3

SOUND TRANSMISSION . . . . . . . . . . . . . . . . . . . 1206
SPECIAL CONSTRUCTION . . . . . . . . . . . . Chapter 31
SPIRAL STAIRS . . . . . . . . . . . . . . . . . . . . . . 1003.3.3.9

Stages . . . . . . . . . . . . . . . . . . . . . . . . . . . . 410.5.4
SPRAY-APPLIED FIRE RESISTANT MATERIALS

Steel column calculated fire resistance . . 720.5.2.2
SPRINKLER SYSTEMS, AUTOMATIC . . . . . . . . . . 903

Exempt locations . . . . . . . . . . . . . . . . . . 903.3.1.1
Substitute for fire rating . . . . . . . . . . Table 601(4)

SPRINKLERS, REQUIRED . . . . . . . . . . . . . . . . . . . 903
Aircraft paint hangers . . . . . . . . . . . . . . . . . . 412.4
Aircraft hangars . . . . . . . . . . . . . . . . . . . . . 412.2.6
Atrium building . . . . . . . . . . . . . . . . . . . . . . . 404.3
Basements . . . . . . . . . . . . . . . . . . . . . . 903.2.12.1
Covered mall building . . . . . . . . . . . . . . . . . . 402.8
Garages. . . . . . . . . . . . . . . . . . 406.3.10, 903.2.10
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Hazardous occupancies . . . . . . . . . . . . . . 903.2.4
High-rise buildings. . . . . . . . . . . 403.2, 903.2.12.3
Incinerator rooms. . . . . . . . . . . . . . . Table 302.1.1
Laundry chutes, refuse chutes, termination rooms

and incinerator rooms . . . . . 707.12, 903.2.12.2
Multistory buildings. . . . . . . . . . . . . . . . 903.2.12.3
Spray finishing booth . . . . . . . . . . . . . . . . . . 416.4
Supervision (see SPRINKLER

SUPERVISION) . . . . . . . . . . . . . . . . . . . . 903.4
Underground buildings . . . . . . . . . . . . . . . . . 405.3
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Service . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 901.6
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Platform, temporary. . . . . . . . . . . . . . . . . . 410.4.1
Platform construction . . . . . . . . . . . . . . . . . . 410.4
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Scenery . . . . . . . . . . . . . . . . . . . . . . . . . . . 410.3.6
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STAIRWAY (see ALTERNATING TREAD, STAIRWAY,
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STAIRWAY ENCLOSURE)
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STAIRWAY CONSTRUCTION
Aisle. . . . . . . . . . . . . . . . . . . . . . . . . . . . . 1008.7.2
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Circular . . . . . . . . . . . . . . . . . . . . . . . . . 1003.3.3.7
Elevators. . . . . . . . . . . . . . . . . . . . . . . . . . . 3002.7
Enclosure under . . . . . . . . . . . . . . . . . . 1005.3.2.2
Fireblocking . . . . . . . . . . . . . . . . . . . . . . . . 716.2.4
Handrails . . . . . . . . . . . . . . . . . . . . . . . . 1003.3.11
Headroom. . . . . . . . . . . . . . . . . . . . . . . 1003.3.3.2
Illumination . . . . . . . . . . . . . . . . . . . . . . . . . 1204.4
Landings. . . . . . . . . . . . . . . . . . . . . . . . 1003.3.3.4
Projections. . . . . . . . . . . . . . . . . . . . 1003.3.3.11.7
Seismic wood . . . . . . . . . . . . . . . . . . . . . . 2308.17
Spiral . . . . . . . . . . . . . . . . . . . 408.3.3, 1003.3.3.9
Treads and risers . . . . . . . . . . . . . . . . . 1003.3.3.3

Width . . . . . . . . . . . . . . . . . . . . . . . . . . 1003.3.3.1
Winders . . . . . . . . . . . . . . . . . . . . . . . . 1003.3.3.8

STAIRWAY ENCLOSURE
Access. . . . . . . . . . . . . . . . . . . . . . . . 1005.3.2.5.2
Construction . . . . . . . . . . . . . . . . . . . . . 1005.3.2.2
Discharge . . . . . . . . . . . . . . . . . . . . . . . . . . 1006.1
Doors, automatic closing . . . . . . . . . . . . . . 714.2.7
Elevators within . . . . . . . . . . . . . . . . . . . . . 3002.7
Fire resistant construction . . . . . . . . . . . . 1005.3.2
Penetrations . . . . . . . . . . . . . . . . . . . . . . 1005.3.4
Space below, use . . . . . . . . . . . . . . . . . 1005.3.2.2
Ventilation. . . . . . . . . . . . . . . . . . . . . . . 1005.3.4.2
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High-rise. . . . . . . . . . . . . . . . . . . . . . . . . . . 403.10
Group I-3 . . . . . . . . . . . . . . . . . . . . . . . . . . 408.4.2
Stages . . . . . . . . . . . . . . . . . . . . 410.3.7.2, 909.11
Underground buildings . . . . . . . . . . . . . . . 405.9.3

STANDPIPE AND HOSE SYSTEMS (see
STANDPIPES, REQUIRED) . . . . . . . . . . . . . . . . . 905

Class
Dry . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 905.8
Hose connection location . . . 905.1, 905.4 - 905.6
Locks . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 905.7.2

STANDPIPES, REQUIRED
Assembly. . . . . . . . . . . . . . . . . . . 905.3.3, 905.5.1
Covered mall buildings . . . . . . . . . . . . . . . 905.3.4
During construction . . . . . . . . . . . . . . . . . . 905.10
Stages . . . . . . . . . . . . . . . . . . . . . . . . . . . . 905.3.5
Underground buildings . . . . . . . . . 405.11, 905.3.6

STATE LAW . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 102.2
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Cold-formed. . . . . . . . . . . . . . . . . . . . . 2205, 2211
Conditions of restraint . . . . . . . . . . . . . . . . 703.2.3
Deck/concrete composite slabs . . . . . . . . . 2205.2
Identification and protection . . . . . . . . . . . . 2203.1
Joists . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . 2206
Lateral resistance, steel stud walls . . . . . . . . 2211
Open web joist. . . . . . . . . . . . . . . . . . . . . . . . 2206
Parapet walls . . . . . . . . . . . . . . . . . . . . . . . 1503.3
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Part AP – Chapters Comm 61 and 62 Appendices

APPENDIX A

The material contained in this appendix is for clarification pur-
poses only and is numbered to correspond to the number of the
rule as it appears in the text of the code.

A-61.03 (4) (b) and 62.0903 (2) Lower thresholds for munic-
ipalities with preexisting stricter sprinkler ordinances. Sec-
tion 101.14 (4m) (d) and (e), Stats, provides the following
thresholds above which fire sprinkler protection or 2-hour fire-
resistance can be required by a municipality with a preexisting
stricter sprinkler ordinance.

The department, based on ordinances forwarded by municipal-
ities (and checked by Safety and Buildings staff for confor-
mance with the preexisting sprinkler ordinance criteria), or
based on other provided information, believes the following
municipalities have preexisting stricter sprinkler ordinances:
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Class
of

Construction

Total Floor Area
Within Individual
Dwelling Units

Number
of

Units

Total Floor Area of Nondwelling Unit
Portions (Common use areas, such
as corridors, stairways, basements,

cellars, vestibules, community
rooms, laundry rooms, pools, etc.)

Type IA

8,000 sq. ft. 8 units

12,000 sq. ft.

Type IB 10,000 sq. ft.

Type IIA 8,000 sq. ft.

Type IIB
Type III
Type IV
Type VA

5,600 sq. ft.

Type VB 4,800 sq. ft.

Appleton Muskego
Brookfield New Berlin
Franklin Oak Creek
Greendale Racine
Greenfield Shorewood Hills
Madison Sussex
Menomonee Falls West Allis
Monona West Bend
Mount Pleasant

Other municipalities may also have preexisting stricter sprin-
kler ordinances.
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